Abstract: There has been a significant increase in opportunities to improve school environments in the UK. There has, however, been little study on the design of sheltered transitional spaces, despite growing architectural demand for this, examples of which can be easily found in most primary schools in the UK. Computer simulations (Rayman, Ecotect and Winair4) were performed to identify the influence of different parameters: that of having a canopy; the effect of the transmissivity of the canopy material (three transparencies 0%, 50% and 90% were considered); orientation (four orientations-north, east, south and west-were considered); and location (three cities: London, Manchester and Glasgow). The combined effects of canopy transparency and orientation were shown to be critical design considerations in affecting comfort conditions in outdoor spaces. It was found that outdoor comfort conditions in the transitional space can be enhanced by 41.5% in August by choosing a canopy of 0% transparency, compared with a canopy of 90% transparency in London. The fixed canopy with a higher transparency helped to increase outdoor thermal comfort in Glasgow, while one with a lower transparency showed better performance during summer in London. This research will help design environmentally sophisticated transitional spaces in schools.
Introduction

Background
Interest in improving not only school buildings, but also school grounds, has recently grown considerably due to the important role played by school grounds within the school curriculum. Approximately 60% of the sum total of all school estates is land rather than buildings, but often the school grounds are developed without fully considering their potential [1] . Moreover, around 30% of a child's time in school is spent in the outdoor spaces before and after lessons and during breaks [2] . Several researchers have highlighted that outdoor learning experiences are more effective in developing cognitive skills than classroom-based learning [3, 4] .
As the school curriculum poses challenges to everyone concerned with teaching, particularly with regard to the National Curriculum, the role of outdoor space as an extension of the indoor classroom and as a framework for future expansion is becoming more important [5] .
Transitional spaces, one of the popular typologies of sheltered outdoor spaces, are formed by building elements such as an extended roof, awning, canopy, wall or tree covering or enclosing adjacent areas of the school buildings. These architectural elements play a vital role in manipulating the environmental performance of the sheltered transitional spaces, such as improving outdoor thermal comfort and alleviating adjacent indoor energy demand. Blocking solar radiation, presumably, can increase thermal satisfaction in summer as is commonly experienced outdoors. The high speed of cold air flow in winter can also cause thermal problems, which tend to dissuade people from staying outdoors for longer. Sustainable schools could be expected to provide healthier and more productive environments because the factors that contribute to a sustainable building (daylight, fresh air, materials with low pollutants, etc.) correlate strongly with factors known to contribute to health and wellbeing [6, 7] . Also, some researchers have shown the advantages of using the transitional spaces attached to a building in order to improve energy consumption [8] [9] [10] . However, these studies were only focused on the indoor environment and did not include the sheltered transitional space. This approach, in which a study focuses on either indoor or outdoor space alone, is not appropriate for the case of school buildings where outdoor spaces (in particular transitional spaces) are as important as an indoor classroom in schools. There is growing interest in the use of outdoor space, especially in nursery and primary schools. This has led architects and engineers to explore the potential of transitional space and attached outdoor space, through the use of architectural elements to help improve the school environment in both its indoor and outdoor spaces, while providing students with appropriate pedagogical places where they can experience and interact with nature. Therefore, the study of transitional spaces needs to be approached with the environmental considerations of outdoor spaces in mind, as designing and building a transitional space with the intention of maximising outdoor comfort does not always turn out for the better, with respect to the indoor environment and vice versa. Outdoor spaces are an important part of the school environment, providing students with open spaces within which they can run around, meet others and enjoy the natural world. There are no building regulations for outdoor classrooms, however, recommendations for their necessity and design tips can be found in the publications by DfES (Department for Education and Skills) [1, 2] , which give pedagogical reasons for having such spaces and suggest how the space might be manipulated. Therefore, this study is to help understand that the transitional outdoor space can affect environmental conditions in ways that can enhance both the outdoor thermal comfort of occupants and their appreciation of the space, which helps designers and stakeholders to rethink the value of transitional space. This research can be applicable for the outdoor comfort in urban structures with a modification of environmental factors. Numerical studies were adopted according to different environmental parameters, and computer software packages were used for the numerical simulations.
Related Research
Some studies show how microclimate can be improved through urban structures. Urban structures are composed of a street, canyon, square, green area, etc., most of which can also be applied to the school context from a microclimate point of view [11, 12] . With regards to the urban microclimate, Oke (1987) categorised different types of urban structures and analysed each urban space's environmental functions [13] . Outdoor thermal comfort requires different approaches from indoor thermal comfort. Huang et al. [14] investigated behavioural responses to thermal environments differing by gender, age, types of activities and whether open space should feature thermal environments favourable to intended activities and users for better thermal conditions. A popular thermal index, the Predicted Mean Vote (PMV) model [15] has a predicted thermal neutrality at 24.1 • C. In reality, however, Huang et al. observed a value of 27 • C for these outdoor spaces. From their results, they concluded that thermal sensation outdoors is perceived differently from that indoors and even postulated that indoor thermal comfort standards are not applicable to outdoor settings. Research conducted by Hoppe in 2002 shows that thermal sensation outdoors is perceived differently from thermal sensation indoors, and that indoor thermal comfort standards are not applicable to outdoor settings [16] . Diverse research has also been conducted using thermal comfort index specified for the outdoor in urban studies. Improvement of an urban microclimate may involve the use of more appropriate materials, increased use of green areas, use of cool sinks for heat dissipation, an appropriate layout of urban canopies, etc. These ideas can be applied to specific buildings that require maximum use of outdoor space, such as schools, by enhancing microclimate conditions [9, 17] . Modifications of the urban structure and building elements can create thermally comfortable outdoor spaces, which can also be applied to the school environment [18] . A similar study of the urban environment by Steemers et al. (2004) shows the significance of architectural and thermal diversity in urban life. Architectural diversity is obtained by the variety of spatial characteristics identified in urban spaces, such as geometry, orientation, the urban structure and materials. With spatial diversity also comes thermal diversity, defined as the variety of microclimate conditions with regards to temperature and air movement in the intra-thermal and inter-thermal environments [19, 20] .
Environmental Factors
One of the dominant parameters in the degree of comfort of both outdoor and indoor spaces is solar radiation. This is affected by the surroundings, i.e., whether they are open or closed places. In winter, direct solar radiation is considered to be an outdoor resource in the temperature climate zone, whereas glare, either direct or reflected, can be disturbing. Once the incoming solar radiation hits the earth's surface, it is reflected by the quantity of the albedo. This controls the short-wave radiation absorption and affects the long-wave radiation emitted from the ground, and therefore the microclimate of the adjacent air [21] . In general, the amount of light absorbed is inversely proportional to the surface reflectance; higher reflectance means less solar absorption. In a study of urban thermal comfort, Steemers et al. (1999) determined that in narrow streets, shading from the sun provided at ground level by surrounding buildings is more important in improving thermal comfort conditions at the bottom of such streets than the increase in absorbed radiation [22] . The amount of solar radiation falling on any given surface (wall, floor, etc.) changes constantly as a result of the sun changing position in the sky.
Air flow is also one of the crucial factors influencing thermal comfort in outdoor spaces. It is difficult to foresee and control air flow due to global, regional and local factors. It is therefore important to understand that there can be significant differences in the wind environment between one part of a city and another, from the macro scale to the micro scale. From investigating the effects of wind speeds on people, effects of building elevation on modification of the mean flow pattern are analysed, and a method of combining simulated wind and measured thermal parameters to predict outdoor thermal comfort is demonstrated [23] . Oke (1987) investigated the mechanisms of wind approaching a building. The wind field in the urban environment is affected by the roughness of terrain, which causes a decrease in the wind speed at low levels. However, the vertical gradient for the mean wind speed is flatter, with the city acting as a barrier to the air flow, which is pushed upwards [24] .
Mitigation measures can be taken to avoid discomfort imposed on people by excess wind, by displacing the problem to a higher level above the pedestrians' range. Shelter from the wind can also be provided by grouped trees, which can reduce wind speeds by up to 20% of the field speed [25] . An important point to keep in mind is the thermal effect of wind, which varies according to the climate. As the complexity of the airflow in the pedestrian zones in urban areas is very high, even small changes in the layout of the space or neighbourhood can dramatically change the wind pattern in the space. The personal perception of wind speed associated with air flow was researched by Szokolay et al. (1997) [26] . Thermal comfort in relation to the airflow effect does, however, vary according to the climate [27] . Winds may be a burden in the cold or even temperature climates in the winter, but in hot or humid conditions light breezes are pleasant, as wind assists in the cooling of the human body by evaporation. For example, in hot-humid regions during periods of overheating, a higher wind velocity can mitigate the physiological heat stress caused by the high temperature. Furthermore, the tendency of the urban temperature to be above the regional level (the heat island) diminishes as the urban wind speed increases. Setting up a windbreak to avoid cold winds in cooler periods can aggravate summer thermal discomfort with no cooling effect by the wind, unless modifications are made during the warmer period. Thus, it is desirable when designing a windbreak to allow flexibility in the design to meet different seasonal needs [28] .
The mean radiant temperature (MRT) is the most important parameter governing the human energy balance, especially on hot sunny days. MRT also has the strongest influence on thermos-physiological comfort indices, such as PET (Physiological Equivalent Temperature) or PMV (Predicted Mean Vote), which are derived from heat exchange models. The mean radiant temperature is simply the area-weighted mean temperature of all the objects surrounding the body and plays an important role in influencing thermal perception [29] . The mean radiant temperature is the interactive value of the wind speed, air temperature and radiation of the surroundings. This value uses the most interdependent and combined thermal elements to evaluate the thermal condition of a place. Thus, it can be used as the main environmental factor by which to calculate thermal comfort [30] . Technically, MRT is defined as "the uniform temperature of a surrounding surface giving off blackbody radiation (emissivity e = 1) which results in the same radiation energy gain on a human body as the prevailing radiation fluxes which are usually very varied under open space conditions" [31] . Matzarakis et al. present a formula for the calculation of mean radiant temperature [32] . For this formula to be applied, the relevant properties and dimensions of the radiating surfaces and the sky view factor, as well as the posture of the human body (e.g., seated or standing), must be known. Szokolay and Auliciems [26] explain that it is not possible to measure MRT directly but only through the use of a black globe thermometer, which reacts to radiant input and air temperature. A black painted table tennis ball is frequently used to measure globe temperature. When wind speed (v m/s) is zero, MRT = GT as seen by the simplified Equation (1) below, but the adjustment is necessary for wind speed.
To introduce outdoor thermal comfort indices, it is necessary to understand the basic differences between indoor and outdoor spaces. While the indoor environment tends to be relatively steady and controllable, the outdoor environment is defined by daily and seasonal variations of more uncontrollable microclimate parameters (humidity, air temperature, surface temperatures, wind and radiation), which affect the energy budget [16] .
The conventional heat balance equation that describes the energy flows between a body and the surrounding is:
where M = metabolic rate (internal energy produced by food oxidation) W = physical work R = net radiant balance of the body C = convective heat flow ED = latent heat flow evaporated water through skin (perspiration) Ere = heat flow for respiration (air heating and humidifying) ESw = heat flow for sweat evaporation S = heat flow accumulated in the body.
The individual heat flows of Equation (2) are influenced directly by the following climatic parameters:
Air temperature C, ERe Air humidity ED, ESw Ere Air velocity C, Esw Mean radiant temperature R.
The human body does not have sensors to measure each climatic parameter and therefore can only render information from temperatures of the skin and the blood flow passing through the hypothalamus. However, these temperatures are directly influenced by the integrated effect of all the above climatic parameters, which interact with and affect each other. Therefore, in a sunny winter environment with little wind, the mean radiant temperature is just as important as the air temperature, and its significance increases in the summer [33] . In Mediterranean countries, MRT easily reaches 60-70 • C with air temperatures of about 30-35 • C. In windy environments, air temperature becomes more important than radiant temperature because convective heat exchange dominates [34] . Computer simulations are adopted to show the roles played by environmental factors that influence outdoor comfort by building elements design options through parametric design studies.
Methodology
This study explores the environmental performance of fixed types of canopies, which are attached to school buildings and extend from the building boundary. The type of canopy most frequently found takes the form of an overhang, one side of which is attached to a wall and acts as a mono-pitched roof. Once this canopy is installed, it is not possible to change either the form or the angle at which it is attached. Hence, it is defined as a fixed canopy. Environmental factors (e.g., solar radiation, wind speed, etc.) play an important role in influencing the outdoor thermal comfort in an unheated sheltered semi-outdoor space. Therefore, obtaining values for the environmental parameters on the site to be examined by simulation is a prerequisite for calculating outdoor thermal comfort. In order to calculate PET comfort, different software packages were combined. As there is currently no single software package available to calculate PET comfort using a three-dimensional model (with different transparencies) that takes into consideration the building's materials, it was necessary to use other software packages to generate the required data to be entered into Rayman v1.2 for the calculation of outdoor thermal comfort [30, 35] .
Before simulating outdoor thermal comfort using Rayman 1.2, preliminary calculations of solar radiation on an hourly basis and wind speed were necessary. Following that, the combined effect of both environmental factors on outdoor thermal comfort was explored, allowing the maximum possible thermal comfort under the combined effects to be determined, as illustrated in Figure 1 . 
Before simulating outdoor thermal comfort using Rayman 1.2, preliminary calculations of solar radiation on an hourly basis and wind speed were necessary. Following that, the combined effect of both environmental factors on outdoor thermal comfort was explored, allowing the maximum possible thermal comfort under the combined effects to be determined, as illustrated in Figure 1 . Simplifying the model is a way of reducing the calculation time; it is impossible to model the whole built environment as the physical conditions vary from place to place. It is important to use a simplified model that focuses on the main building elements and to observe how variations in environmental factors alter the environmental performance of the space. For this purpose, software packages for environmental simulation were used to review the impact of each environmental factor. Rayman v1.2 [32] was selected for the calculation of outdoor thermal comfort using the thermal comfort index, Physiological Equivalent Temperature (PET).
It was necessary to analyse UK climates in different places so that it is possible to identify how the use of transitional space in schools can be adapted to consider the local climate. Three large UK cities (London, Manchester and Glasgow) were chosen to represent each climate zone in the UK (north, middle and south climate zones) in order to check how differences in the physical conditions chosen for examination would affect the outdoor thermal index: PET. The UK climate is categorised as temperate maritime, in that there is relatively little seasonal variation in temperature between summer and winter. Though it is difficult to predict the weather due to its changeability, the UK climate is affected by the Atlantic Ocean, which reduces the variation of temperature over the whole year.
The model was based on a design characterised by preliminary research into the commonpractice design of classrooms [36] . The size of the classroom under test was 63 square metres (9 m × 7 m) with three classrooms in a row, with a height of 2.9 m. A sheltered semi-outdoor space (represented by a light-green colour in Figure 2 ) consisting of a 5 m canopy, the general size of an outdoor classroom, was explored to determine the outdoor thermal comfort. The simulated model was assumed to be built with high-performance building materials according to building regulations Simplifying the model is a way of reducing the calculation time; it is impossible to model the whole built environment as the physical conditions vary from place to place. It is important to use a simplified model that focuses on the main building elements and to observe how variations in environmental factors alter the environmental performance of the space. For this purpose, software packages for environmental simulation were used to review the impact of each environmental factor. Rayman v1.2 [32] was selected for the calculation of outdoor thermal comfort using the thermal comfort index, Physiological Equivalent Temperature (PET).
The model was based on a design characterised by preliminary research into the common-practice design of classrooms [36] . The size of the classroom under test was 63 square metres (9 m × 7 m) with three classrooms in a row, with a height of 2.9 m. A sheltered semi-outdoor space (represented by a light-green colour in Figure 2 ) consisting of a 5 m canopy, the general size of an outdoor classroom, was explored to determine the outdoor thermal comfort. The simulated model was assumed to be built with high-performance building materials according to building regulations (Table 1 ). The materials in the transitional space were allocated as bricks for wall, timber floor for ground and glass with three different transparencies for the canopy in the computer simulations.
Sustainability 2017, 9, 1753 6 of 17 (Table 1 ). The materials in the transitional space were allocated as bricks for wall, timber floor for ground and glass with three different transparencies for the canopy in the computer simulations. The classroom located in the middle of the row of three was selected for the environmental simulation as it more clearly represents environmental performance affected by orientation and wind speed, in comparison to classrooms located at the corner or end. The meteorological data applied in this study came from Meteonorm 6.0, which includes weather data measured at Heathrow airport, London. Hourly data for the 10-year period of 1996-2005 was used for the detailed simulation.
The size of a semi-outdoor space can vary according to the needs of the school. As an extended classroom or supplementary shared teaching area, for example, for use on a rainy day, the space needs to be large enough to hold all students from the classrooms that share the semi-outdoor space. As there is no specific area schedule for external classrooms, it was necessary to refer to the recommendations for other areas suggested by DfES [37] , which shows recommended learning resource areas for any primary school. DfES suggests that the formula used for calculating such areas is 4 + 1.5 G (G = number of pupils), so the attached area for external education can be calculated and applied to the simulation as having an area of 46 m 2 based on the normal number of pupils in a small classroom of 28 people in Table 2 .
The Ecotect software is best known as a three-dimensional tool with an intelligible interface that is useful for both architects and engineers at the design stage of projects. The role of solar radiation is significant to human thermal perception. Therefore, it was essential to calculate the precise amount of radiation falling on the site under investigation. Autodesk Ecotect was used to compute the incident solar radiation on the specific area.
Simulations of the south-facing sheltered semi-outdoor space next to the classroom were made with different transparency rates of canopy: 0%, 50% and 90%. A 0% transparency canopy refers to canopies made from opaque materials that do not allow any light to pass through. The 50% and 90% transparencies of canopy permit light to pass through with solar heat gain coefficients of 0.5 and 0.9 respectively. The classroom located in the middle of the row of three was selected for the environmental simulation as it more clearly represents environmental performance affected by orientation and wind speed, in comparison to classrooms located at the corner or end. The meteorological data applied in this study came from Meteonorm 6.0, which includes weather data measured at Heathrow airport, London. Hourly data for the 10-year period of 1996-2005 was used for the detailed simulation.
Simulations of the south-facing sheltered semi-outdoor space next to the classroom were made with different transparency rates of canopy: 0%, 50% and 90%. A 0% transparency canopy refers to canopies made from opaque materials that do not allow any light to pass through. The 50% and 90% transparencies of canopy permit light to pass through with solar heat gain coefficients of 0.5 and 0.9 respectively. Table 2 . Normal school schedule in England. The canopy used for the simulation is composed of glass painted black, which can be adjusted to give visible transmittance (0, 0.5, 0.9) and solar heat gain (0.1, 0.5, 0.9). In particular, the 0% transparency (opaque) canopy used to provide theoretical data in this study can be considered as equivalent to other opaque canopies (e.g., timber frame or concrete cantilever). The average hourly solar radiation falling on the experimental grid in Figure 3 was calculated by Autodesk Ecotect [38] from thousands of readings with the help of script functions. The canopy used for the simulation is composed of glass painted black, which can be adjusted to give visible transmittance (0, 0.5, 0.9) and solar heat gain (0.1, 0.5, 0.9). In particular, the 0% transparency (opaque) canopy used to provide theoretical data in this study can be considered as equivalent to other opaque canopies (e.g., timber frame or concrete cantilever). The average hourly solar radiation falling on the experimental grid in Figure 3 was calculated by Autodesk Ecotect [38] from thousands of readings with the help of script functions. As the contribution of wind speed to thermal comfort is significant, it was an important part of the process to determine the wind speed over a particular area throughout the year. WinAir4 was used for the CFD (Computational Fluid Dynamics) simulation, to transfer the simulated data of the three-dimensional model to Autodesk Ecotect to discern the wind speed. As many researchers have shown from their investigations into the mechanisms by which wind approaches a building [13] , wind speed is affected by the terrain roughness, which leads to a decrease in wind speed at low levels in either urban or suburban areas. This varies according to the conditions of the local area. Local wind data is therefore vital when assessing the wind environment in an open space. The mean wind velocity and the direction of the wind during the time the space is occupied are the most important factors to consider. If space is occupied for the whole year, weather data in London should be obtained for all seasons and each month. Wind data can be obtained from the closest meteorological station or from a weather data pack (e.g., Meteonorm 6.0) in which wind speed is usually measured at the height of 10 m above ground level. The wind data can be modified in a graphical overview of the local wind velocities and directions for a specific site, based on measurements over a period.
Total Time of School Occupation
Wind speed in the canopy area was calculated for different designs of the sheltered semioutdoor space. Wind speed varies in relation to site conditions such as the height of the building, its layout and the presence of adjacent trees, all of which influence the wind speed in some way. Calculating the hourly wind speed was essential, and a crucial environmental factor in simulating the PET thermal comfort index, as the simulation uses hourly-based weather data to make detailed predictions.
To modify the wind speed, the formula of wind speed estimation in Equation (3), suggested by Spagnolo and de Dear, [39] was adopted and wind speed for each location was derived. As the contribution of wind speed to thermal comfort is significant, it was an important part of the process to determine the wind speed over a particular area throughout the year. WinAir4 was used for the CFD (Computational Fluid Dynamics) simulation, to transfer the simulated data of the three-dimensional model to Autodesk Ecotect to discern the wind speed. As many researchers have shown from their investigations into the mechanisms by which wind approaches a building [13] , wind speed is affected by the terrain roughness, which leads to a decrease in wind speed at low levels in either urban or suburban areas. This varies according to the conditions of the local area. Local wind data is therefore vital when assessing the wind environment in an open space. The mean wind velocity and the direction of the wind during the time the space is occupied are the most important factors to consider. If space is occupied for the whole year, weather data in London should be obtained for all seasons and each month. Wind data can be obtained from the closest meteorological station or from a weather data pack (e.g., Meteonorm 6.0) in which wind speed is usually measured at the height of 10 m above ground level. The wind data can be modified in a graphical overview of the local wind velocities and directions for a specific site, based on measurements over a period.
Wind speed in the canopy area was calculated for different designs of the sheltered semi-outdoor space. Wind speed varies in relation to site conditions such as the height of the building, its layout and the presence of adjacent trees, all of which influence the wind speed in some way. Calculating the hourly wind speed was essential, and a crucial environmental factor in simulating the PET thermal comfort index, as the simulation uses hourly-based weather data to make detailed predictions.
To modify the wind speed, the formula of wind speed estimation in Equation (3), suggested by Spagnolo and de Dear, [39] was adopted and wind speed for each location was derived. The exponent (α) can be varied according to the design of the sheltered semi-outdoor spaces in Equation (3a). Variables include the degree of openness or obstruction by trees or walls, as well as the shape and openness of the canopy, all of which can alter the air flow magnitudes and patterns within the sheltered semi-outdoor space.
Hourly wind speed under the canopy was calculated with exponents obtained from the simulation of WinAir4. A different value of exponent (α) can be generated for different types of windbreak or openness for the sheltered semi-outdoor spaces, which will help architects to understand and apply the various design criteria essential to the improvement of outdoor spaces in Table 3 . Solar radiation and wind speed modified by different canopy conditions were applied as the main variable climate parameters, while temperature and humidity were applied with the original data obtained from Meteonorm 6.0. Rayman v1.2. Software was then applied to simulate the long-term thermal comfort in order to assess conditions in the transitional outdoor space.
Researchers [40, 41] have indicated that the mean radiant temperature (Tmrt) has a stronger effect on thermal perception and the values of thermal indices (e.g., PET) than air temperature in an outdoor environment during the summer. That is, solar radiation and the level of shading at various locations play more important roles than air temperature and wind speed when calculating thermal indices. Therefore, although differences exist in atmospheric parameters between specific locations and their nearest weather station, the differences between thermal indices, as calculated by RayMan v1.2 for weather station data and field-measured data, are relatively small and can be discounted [32] . Therefore, this study applied long-term climate data obtained from a weather station for subsequent calculations and analysis. Relative humidity and cloud cover are assumed to be the same as local weather data.
Simulations were conducted for four types of canopy: no canopy and canopies with transparencies of 0%, 50%, and 90%. Once PET comfort levels were calculated, the data was imported into Ecotect and visualised. The graphic displays of these calculations help in understanding the performance of a canopy in accordance with spatial variation. As an extreme case scenario applied in Table 4 , the PET levels at noon on 22 July, the sunniest day with a clear sky, fall in the range of between 28 • C (0% transparency canopy) and 47.2 • C (90% transparency canopy). In particular, the area shaded by a 90% transparency canopy reached 47.2 • C, which is thermally equivalent to very hot, whilst the area shaded by a 0% transparency canopy remained at 28 • C, thermally equivalent to slightly warm as illustrated in Figure 4 . 1 The Bowen ratio is used to describe the type of heat transfer in a water body. Heat transfer can either occur as sensible heat (differences in temperature without evapotranspiration) or latent heat (the energy required during a change of state, without a change in temperature). Therefore, the surface temperature of the ground can be derived from the air temperature and the wind velocity by taking account of the Bowen ratio. into Ecotect and visualised. The graphic displays of these calculations help in understanding the performance of a canopy in accordance with spatial variation. As an extreme case scenario applied in Table 4 , the PET levels at noon on 22 July, the sunniest day with a clear sky, fall in the range of between 28 °C (0% transparency canopy) and 47.2 °C (90% transparency canopy). In particular, the area shaded by a 90% transparency canopy reached 47.2 °C, which is thermally equivalent to very hot, whilst the area shaded by a 0% transparency canopy remained at 28 °C, thermally equivalent to slightly warm as illustrated in Figure 4 . PET values change with increased or decreased wind speed on a typical summer or winter day, as seen in Table 5 . PET values change with increased or decreased wind speed on a typical summer or winter day, as seen in Table 5 . An opaque canopy blocks incoming solar radiation, which dramatically increases thermal comfort in summer from 90% transparency to 0% transparency canopy; 47.2 • C decreases to 25.3 • C. If the wind increases from 0.25 m/s to 0.75 m/s, the PET falls to 22.7 • C, which makes pupils thermally comfortable. However, the change of PET in winter is small as there is insufficient incident solar radiation to increase pupils' thermal perception. This shows that the PET comfort index is particularly affected by solar radiation as opposed to other environmental parameters. It is useful to examine this for different cities with varied climate conditions, which would have an impact on the outdoor environment.
The frequency of thermal comfort in each month during school hours (09:00-16:00) as shown in Figure 5 . Column graphs display thermal comfort ranges in detail, with a nine-colour spectrum used to represent each thermal comfort band in the range of very cold (<4 • C) to very hot (>41 • C). These divided thermal comfort extents can be analysed efficiently for each month. The light green, dark green and yellow coloured areas represent the thermally comfortable frequency; PET values ranging between 13-29 • C relate to a perceived comfortable temperature of slightly cool to slightly warm. The light green areas represent the neutral temperatures, neither hot nor cold; comfortable temperatures are found between 18-23 • C, which corresponds to PMV = 0. Above 29 • C, temperatures are represented by colours of orange to red to show thermally warm, hot and very hot. In contrast, light and dark blue colours represent temperatures that thermally ranged below 13 • C, cool to very cold. From the simulation of conditions in London, use of a 0% transparency canopy would provide comfort in 93.5% of daytime hours in July. Also, use of a canopy with 90% transparency would only provide comfort in 59.4% of daytime hours and 57.6% of daytime hours would be comfortable if no canopy were used, as seen in Figure 5 .
An opaque canopy blocks incoming solar radiation, which dramatically increases thermal comfort in summer from 90% transparency to 0% transparency canopy; 47.2 °C decreases to 25.3 °C. If the wind increases from 0.25 m/s to 0.75 m/s, the PET falls to 22.7 °C, which makes pupils thermally comfortable. However, the change of PET in winter is small as there is insufficient incident solar radiation to increase pupils' thermal perception. This shows that the PET comfort index is particularly affected by solar radiation as opposed to other environmental parameters. It is useful to examine this for different cities with varied climate conditions, which would have an impact on the outdoor environment.
The frequency of thermal comfort in each month during school hours (09:00-16:00) as shown in Figure 5 . Column graphs display thermal comfort ranges in detail, with a nine-colour spectrum used to represent each thermal comfort band in the range of very cold (<4 °C) to very hot (>41 °C). These divided thermal comfort extents can be analysed efficiently for each month. The light green, dark green and yellow coloured areas represent the thermally comfortable frequency; PET values ranging between 13-29 °C relate to a perceived comfortable temperature of slightly cool to slightly warm. The light green areas represent the neutral temperatures, neither hot nor cold; comfortable temperatures are found between 18-23 °C, which corresponds to PMV = 0. Above 29 °C, temperatures are represented by colours of orange to red to show thermally warm, hot and very hot. In contrast, light and dark blue colours represent temperatures that thermally ranged below 13 °C, cool to very cold. From the simulation of conditions in London, use of a 0% transparency canopy would provide comfort in 93.5% of daytime hours in July. Also, use of a canopy with 90% transparency would only provide comfort in 59.4% of daytime hours and 57.6% of daytime hours would be comfortable if no canopy were used, as seen in Figure 5 . Monthly PETs are calculated for a south orientation and shown for each city in Figure 6 , (a) for London, (b) for Manchester and (c) for Glasgow. The monthly thermal comfort frequency ( Figure 6 ) shows thermal comfort ranges over the whole year during the daytime (09:00-16:00), revealing that ranges of PET temperature between 13-29 • C are equivalent to thermal perceptions of slightly cool (13 • C) and slightly warm (29 • C). The simulations that suggest using higher transparencies of the canopy should be considered carefully, mainly because of the thermal discomfort that can arise in summer.
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Monthly PETs are calculated for a south orientation and shown for each city in Figure 6 , (a) for London, (b) for Manchester and (c) for Glasgow. The monthly thermal comfort frequency ( Figure 6 ) shows thermal comfort ranges over the whole year during the daytime (09:00-16:00), revealing that ranges of PET temperature between 13-29 °C are equivalent to thermal perceptions of slightly cool (13 °C) and slightly warm (29 °C) . The simulations that suggest using higher transparencies of the canopy should be considered carefully, mainly because of the thermal discomfort that can arise in summer.
(a) (b) (c) Figure 6 . Frequency of thermally comfortable temperature (13-29 °C PET) during daytime (09:00-16:00). Maximum enhancement of thermal comfort as: (a) ➀ 41.5% in August with 0% transparency ➁ 33.8% in April with 90% transparency can be achieved from using 90% and 0% transparency canopy respectively in London; (b) ➀ 27.7% in July with 50% transparency ➁ 26.7% in April with 90% transparency can be achieved from using 90% and 0% transparency canopy respectively in Manchester; (c) ➀ 23.5% in July with 50% transparency ➁ 40.9% in April with 90% transparency can be achieved from using 90% and 0% transparency canopy respectively in Glasgow.
From the point of view of using the outdoor space, using 50% transparency canopy can provide the most comfortable outdoor space as 46.3% hours during daytime (09:00-16:00) were in the comfortable range with this canopy in London. Other transparencies of canopy also show similar performance such as 44.6% with 0% transparency and 43.4% with 90% transparency of canopy. This clearly showed that seasonal variations in thermal comfort within the transitional outdoor space changed with different canopy transparencies in all the cities. Even though the school summer holidays fall mainly in August, the most problematic period, there can be thermal discomfort between May and July if a canopy with 90% transparency of canopy is utilised. In winter, a canopy with a higher transparency would lead to a greater number of thermally comfortable hours than one with a lower transparency, though the difference would be less than in summer since there is a relative scarcity of solar radiation in the UK during that period. Maximum enhancement of thermal comfort as: (a) x 41.5% in August with 0% transparency y 33.8% in April with 90% transparency can be achieved from using 90% and 0% transparency canopy respectively in London; (b) x 27.7% in July with 50% transparency y 26.7% in April with 90% transparency can be achieved from using 90% and 0% transparency canopy respectively in Manchester; (c) x 23.5% in July with 50% transparency y 40.9% in April with 90% transparency can be achieved from using 90% and 0% transparency canopy respectively in Glasgow.
From the point of view of using the outdoor space, using 50% transparency canopy can provide the most comfortable outdoor space as 46.3% hours during daytime (09:00-16:00) were in the comfortable range with this canopy in London. Other transparencies of canopy also show similar performance such as 44.6% with 0% transparency and 43.4% with 90% transparency of canopy. This clearly showed that seasonal variations in thermal comfort within the transitional outdoor space changed with different canopy transparencies in all the cities. Even though the school summer holidays fall mainly in August, the most problematic period, there can be thermal discomfort between May and July if a canopy with 90% transparency of canopy is utilised. In winter, a canopy with a higher transparency would lead to a greater number of thermally comfortable hours than one with a lower transparency, though the difference would be less than in summer since there is a relative scarcity of solar radiation in the UK during that period.
The sum of thermal comfort frequency in Table 6 in each month shows that in London maximum enhancement of thermal comfort to x 41.5% growth in August can be achieved by using a canopy with 0% transparency as opposed to a canopy with 90% transparency, and to y 33.8% increase in April by using a canopy with 90% transparency as opposed to a canopy of 0% transparency. In Manchester, maximum enhancement of thermal comfort to x 27.7% improvement in July can be achieved by using a canopy of 50% transparency rather than of 90% transparency and y 26.7% enhancement in April by using a canopy of 90% transparency rather than of 0% transparency canopy, while in Glasgow maximum enhancement of thermal comfort to x 23.5% in July can be achieved with a canopy of 50% transparency rather than 90% transparency and to y 40.9% increase in April with a canopy of 90% transparency rather than one of 0% transparency.
Findings are summarised as follows.
• It is difficult to achieve outdoor thermal comfort during school hours in January, February, November and December in all of the cities studied; • Though it is not possible to provide temperatures that reach the thermal comfort temperature threshold from January to February by using a canopy of any transparency, use of a canopy of 90% transparency will produce PET values of around 3.5 • C higher than those achieved using an opaque canopy at noon in February in London;
•
In April, use of a canopy of 90% transparency allows thermal comfort to be achieved during most of the school day. However, canopies of other transparencies lead to a value mostly below 13 • C, the minimum thermally comfortable temperature; • During the summer term from late April through to the middle of July, outdoor thermal comfort can be achieved during the school day with most canopies, with the exception of the canopy of 90% transparency at around noon in June and July; • A canopy of 50% transparency showed the best performance across a range of thermal comfort values between 18-23 • C during the summer term; • School summer holidays are normally 6 weeks from the middle of July until the end of August, thus allowing the school to avoid the highest amount of solar radiation of the year. However, if school premises are used for extended education for the general community during this period, use of an opaque canopy is preferable to keep solar radiation from reaching the ground; • Outdoor thermal comfort levels drop quickly in October but the use of a canopy of 90% transparency will allow temperatures above 13 • C to be maintained over most of the school day; •
The period from December to February is the most difficult period in which to keep the temperature of an outdoor space high enough, as thermal temperatures range between only 2.8-7.6 • C at noon each month, giving a thermal perception of "very cold" to "cold".
If it is not possible to vary the transparency of the canopy used, teachers can achieve better outdoor comfort by changing the time patterns of use of the outdoor spaces. For instance, in the summer term, they could encourage pupils to use the space in the early morning or late afternoon instead of using it as an outdoor classroom in the middle of the day. Conversely, during the spring and winter terms, the outdoor classroom might be most comfortable at around noon when solar radiation is at its peak.
Outdoor thermal comfort simulations are extended to different orientations and other cities using typical climate data for each area. Figure 7 has been generated to show annual thermal comfort in the transitional outdoor space for each of four installation orientations (east, south, west and north) for three main cities; London, Manchester, Glasgow. It provides an overview of how much thermal comfort falls annually within the range of between 13-29 • C, using the PET index for outdoor thermal comfort.
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Outdoor thermal comfort simulations are extended to different orientations and other cities using typical climate data for each area. Figure 7 has been generated to show annual thermal comfort in the transitional outdoor space for each of four installation orientations (east, south, west and north) for three main cities; London, Manchester, Glasgow. It provides an overview of how much thermal comfort falls annually within the range of between 13-29 °C, using the PET index for outdoor thermal comfort. • When no canopy is provided, there is little difference between orientations for outdoor thermal comfort, whilst once a canopy is applied, thermal comfort achievement varies greatly depending on orientations and transparency; • Thermal comfort using 0% transparency canopy (green bar) becomes lower in higher latitudes, mainly due to reduced solar radiation; • Performance of a 0% transparency (green bar) canopy facing south in London is particularly noticeable; improving thermal comfort by 6.6% and 8.9% compared with Manchester and Glasgow respectively; • A 50% transparency canopy (orange bar) shows mostly good results for all orientations in all three cities. Only a 0% transparency canopy oriented south or east in London represents slightly better performance, because incident solar radiation is higher than when oriented to north or west; • The higher the latitude of the city, the higher the transparency of canopy is needed in order to maximise outdoor thermal comfort; • Installation of a canopy with any transparency is shown to provide better overall outdoor comfort than can be achieved without a canopy for all orientations, with the exception of a 0% transparency canopy in Manchester and Glasgow. Those cases show worse performance when using an opaque canopy because of the lack of solar radiation reduced by high latitudes.
• More specific findings for each of the cities are as follows: • When no canopy is provided, there is little difference between orientations for outdoor thermal comfort, whilst once a canopy is applied, thermal comfort achievement varies greatly depending on orientations and transparency; • Thermal comfort using 0% transparency canopy (green bar) becomes lower in higher latitudes, mainly due to reduced solar radiation; • Performance of a 0% transparency (green bar) canopy facing south in London is particularly noticeable; improving thermal comfort by 6.6% and 8.9% compared with Manchester and Glasgow respectively; • A 50% transparency canopy (orange bar) shows mostly good results for all orientations in all three cities. Only a 0% transparency canopy oriented south or east in London represents slightly better performance, because incident solar radiation is higher than when oriented to north or west; • The higher the latitude of the city, the higher the transparency of canopy is needed in order to maximise outdoor thermal comfort; • Installation of a canopy with any transparency is shown to provide better overall outdoor comfort than can be achieved without a canopy for all orientations, with the exception of a 0% transparency canopy in Manchester and Glasgow. Those cases show worse performance when using an opaque canopy because of the lack of solar radiation reduced by high latitudes.
London
•
More specific findings for each of the cities are as follows:
London
• Where no canopy is provided, orientation to north or east can provide slightly better outdoor comfort than orientation to the south or west as south and west orientations are subject to relatively high amounts of solar radiation; •
The simulation shows that a 50% transparency canopy provides the best performance in all directions. Overall, canopies with transparencies of 50% or less should be recommended for use in London. Using a canopy of 90% transparency provides little improvement (in the range of 2.4-2.9%) regardless of orientation compared with no provision of a canopy, according to the simulation; • For south-facing outdoor spaces, the provision of a canopy of 50% transparency in particular shows around 6% improvement in outdoor comfort compared with situations where no canopy is provided; 6% is equivalent to around 83.7 h (12 days) during school terms.
Manchester
• A 90% transparency canopy displays the best performance for all orientations of the outdoor space. When space faces north, using a 90% transparency canopy provides more than 4.1% (59.4 h) improvement in the provision of outdoor comfort than in the case where a 0% transparency canopy is provided; • A 0% transparency canopy also shows comparatively poor thermal comfort performance for transitional spaces in all directions, even worse than without a canopy. When the outdoor space faces north using an opaque canopy, thermal comfort performance is poor, which indicates that opaque and low transparency canopies should be avoided in higher latitudes; • A 90% transparency of canopy provides the best improvement (a range of 4.0-7.7%, equivalent to 58-112 h) in comparison to a situation where 0% transparency canopy is provided; • Canopies of 90% transparency can be used to prolong outdoor comfort for outdoor spaces facing north or east, while both 50% and 90% transparency canopies are appropriate for spaces with orientations to south or west;
Glasgow
• Overall, outdoor comfort levels are slightly lower than in other cities as there is a relatively long winter period, during which outdoor thermal comfort is difficult to achieve; • A canopy of 90% transparency is the most appropriate choice regardless of the orientation of the outdoor space, providing an improvement in thermally comfortable occupancy in the range of 40.9-42.3% (593-613 h).
•
Transitional outdoor spaces oriented north and east also show good performances of around 42% thermal comfort frequency with 90% transparency canopy. In general, high transparencies (above 50%) of canopy show better results than low transparencies in all directions.
Conclusions
computer simulations. With the help of specifically developed software and hardware, large amounts of complicated data can be calculated to estimate the environmental performance of a particular space under varying parameters. The outdoor thermal comfort was explored using canopies of differing transparencies. Solar radiation and wind speed in the sheltered semi-outdoor space were calculated using Autodesk Ecotect and WinAir4. Once obtained, the hourly data was input into RayMan v1.2 for calculation of the thermal comfort index, PET. This study showed the environmental potential of the sheltered semi-outdoor space through changing the transparency of the canopy. This study can help architects and engineers design environmentally sophisticated external spaces within schools by proposing guidelines for the design of sheltered transitional spaces, which could compensate for the possible environmental drawbacks from the instalment of the architectural elements of the sheltered transitional space. The results are summarised as follows:
• The ratios of incident solar radiation increase rapidly in summer as does with the direct solar radiation, which implies that solar control in summer is crucial to enhance thermal comfort. Due to the relative shortage of solar radiation in winter, control of wind speed as another environmental factor is a key design concern; • Reduced wind speed, in combination with solar radiation, helps to increase thermal comfort in winter, whilst it leads to deterioration in outdoor thermal conditions in summer; • Thermal comfort in a sheltered semi-outdoor space can be varied by using different transparencies and orientations of the canopy. Thus, choosing an appropriate canopy transparency combined with orientation is critical in order to enable it to be used as an extended classroom for much of the year; • From the simulation, it is hard to achieve outdoor thermal comfort from November to February, where outdoor thermal comfort can be no more than 10% during the daytime in all cities; • Use of an opaque or low (less than 50%) transparency canopy is advisable to keep outdoor thermal comfort within the comfortable thermal band of between 13-29 • C in summer in all cities; • Exposure to as much solar radiation as possible using a higher transparency canopy is preferable during the winter and spring terms;
•
The overall percentage of thermal comfort is reduced when applied to school terms only, rather than using the time scale of the whole year. The reduction is mainly attributable to the school holidays, a total of about 13 weeks, of which six weeks are in summer months when occurrence of a thermal problem is frequent. During the summer period, low transparencies of canopy perform better than 90% transparency canopies by providing protection from direct solar radiation. However, as there are schools that may open all year round for provision of adult or nursery education, care must be taken when applying school terms for the simulation; • Thus, it is necessary for architects to find out the expected seasonal use of the space, i.e., either school terms only or throughout the year, before designing a transitional outdoor space.
